EXIST. CONCRETE METER BOX

CURB STOP

SERVICE SADDLE

CURB STOP

WATER TRANSMISSION
OR DISTRIBUTION MAIN

CAST IRON VALVE BOX,
5 1/4" SHAFT W/Cover
(MARKED WATER)

EXIST. CONCRETE METER BOX

SAW CUT
W FOR SINGLE SERVICE
W FOR DOUBLE SERVICE

PAVEMENT

CORPORATION STOP

NEW WATER SERVICE LINE
1 1/4"-2" GALV. STEEL

WATER TRANSMISSION
OR DISTRIBUTION MAIN

CONNECT TO METER

PLAN

PROFILE

1 1/4"-2" WATER SERVICE CONNECTION DETAIL
N.T.S.

CITY OF PLANT CITY
STANDARDS

DRAWN
ED
SCALE
NTS

CITY OF PLANT CITY
ENGINEERING DIVISION
PLANT CITY, FLORIDA

CHECKED
DATE
01/09/96

FILE NO.

REV.

DWG. NO.
WS-09